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system to comply with BS, 5839: Part 1:2002.

The electrical installation is to be carried out

in twin and earth cable chased into walls and ceilings.

Provide and install an automatic fire alarm/detection

Regulations 16th Edition (BS 7671/92)

Switches and sockets to be white plastic.

Department plans, circuits certificates etc. 

Automatic fire alarm/detection system

The installation must comply with the IEE Wiring 

Provide all information necessary to the Electricity 

Reg 514.09 refers.

Electrical installation

Emergency lighting

Provide and install an emergency lighting system

to comply with BS. 5266: Part 1:1999

to comply with BS. 5499: Part 1 or EU directive 92/58/ EEC

Provide and install exit/emergency exit signs.

Exit/emergency exit signs
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